Abstract: Driven by the Energy Strategy 2050 of Denmark, renewable energy sources (RESs) are increasingly integrated into the Danish power grid. Solar photovoltaic (PV) plants play an important role in this process. This paper conducted a study to investigate the impacts of residential solar PV integration in the distribution grid on voltage security and grid loss based on the 10 kV distribution grid in Bornholm. Three case studies are performed to test three different reactive power control methods, i.e., PF(P), constant PF and constant Q, at different penetration levels. The assessment of the impacts of PV integration and different control methods are done in the DIgSILENT PowerFactory. It was found that PV integration can contribute to reducing the loss of the system, increased overvoltage in buses and overload in transformers, and 40% penetration at the low voltage is considered to be an optimal level based on the result. PF(P) control gives the best performance among all three methods under the current grid codes. With constant PF control, it was found that the system loss can be significantly reduced if the PV systems operate with a power factor of 0.9 leading, which is not the norm of the current Danish grid code.
Introduction

Background
Due to the global concern of climate change, there is an increasing demand for integrating renewable energy into power systems. Renewable energy sources (RESs) such as wind, solar and hydro are widely implemented worldwide because of their abundant resources in nature. Denmark has set the goal of achieving 100% independence of conventional fossil fuels by 2050 [1, 2] .
Thanks to the decreasing cost of solar photovoltaic (PV) technology, the competitiveness of solar PV has been increasing. Solar PV has now become the second most implemented RES in Denmark, with a total installed capacity of 927.6 MW by January 2019, equivalent to about 2.5% of the total consumption in Denmark, and it is expected to reach 1.75 GW by 2020 (about 5% of the total consumption) and 3 GW by 2025 (about 8% of the total consumption) according to the forecasting made by the Danish Energy Agency in early 2016 [3] .
Reliable PV generation can provide considerable electric energy to the grid and loads, and modern power electronic technology enables solar PV inverters to provide different grid support functions at the same time. Solar PV power plants in Denmark are integrated into the distribution grids, most of which are installed as roof-top modules in residential areas at the low voltage (LV, 0.4 kV) level. The residential PV systems are usually smaller in size compared to other renewable energy generation units in the Upon the conclusions drawn from previous studies, it is found that the integration of solar PV can cause increased power loss and voltage rises. Furthermore, due to the intermittent nature of solar energy, the increasing share of solar PV systems and other types of RESs in modern electric power systems can introduce other challenges in operation and supply security, stability and protection aspects. A sudden change in either demand or generation can likely cause severe frequency deviations and voltage fluctuations, and frequency and voltage stability problem may occur, causing blackouts in the worst case. Because peak generation from solar PV usually happens around noon and the demand is usually low during this period, power surplus must be exported, which potentially causes congestion. Besides, during fault situations, fault current contribution from PV systems is also crucial to the protection scheme operation. The harmonics from PV systems have also been widely studied. Given this situation, different projects, such as PVIB, PVNET.dk, and MetaPV, and many other studies worldwide like programmes organized by PVPS and CIGRE are devoted to investigating PV integration in the distribution grid from both the technical and economic aspects. These researchers have investigated the challenges of large-scale PV integration in the distribution grid, and multiple feasible solutions and recommendations are given from the perspective of grid operators [6] [7] [8] [9] [10] [11] [12] [13] [14] [15] [16] [17] .
From the previous studies in PV integration, it is found that voltage rise at buses is the key problem. Different strategies are proposed as valid and feasible solutions to solve relevant problems, including grid reinforcement [14, 18, 19] , active power curtailment [20] [21] [22] , reactive power control [23] [24] [25] and implementation of electric energy storage systems (EESSs) [26] [27] [28] .
Grid reinforcement or reconfiguration is a conventional solution to the voltage fluctuation and congestion problem, especially when the thermal limit of system components is hit. However, gird reinforcements can result in high costs and low efficiency, and it is therefore suggested to avoid this solution if alternatives are applicable [12, 17] . Active power curtailment means that some of the PV systems deviate from their maximum generation or disconnect from the grid, and it is less economical and efficient for the owners. It is the option when it is the most economical solution or when other options are not sufficient to regulate the voltage [12, 28] . Reactive power control or volt-var control (as named in some of the literature), has been proved to be beneficial and efficient in both the technical and economical perspectives [29] [30] [31] [32] [33] . In some countries, including Denmark, PV power plants are required to provide reactive power even during the night for the purpose of voltage profile regulation (e.g., the Q@night function). Commonly adopted reactive power control methods include (1) constant reactive power (constant Q) control, (2) constant power factor (constant PF) control and (3) dynamic power factor (PF(P)) control [34] . PV power plants above 11 kW should also be capable of providing dynamic reactive power support (Q(U)) [35] . However, for the PV systems close to the transformer stations, Q(U) control is not as effective as the other two methods because the voltage at such locations is normally very stable. The PV-storage system, i.e., the hybrid system consisting of PV and an EESS-like battery is another efficient solution. Many studies such as PVST are conducted to investigate the grid connectivity of batteries and the interoperability between PV and batteries, such as charging/discharging strategies of batteries, reactive power support from batteries and performance during faults. Such PV-storage systems have been implemented worldwide for power grid regulation, peak shaving, increasing self-consumption and backup power supply. Currently, in Denmark, many trade-off between the contribution to grid regulation and the cost should be taken into consideration, and different battery materials and technologies also affect the effectiveness of PV-storage systems and the market operation [3, [36] [37] [38] [39] [40] . Besides the stationary EESS-like-battery, the electric vehicle (EV) is also an option. Thanks to smart charging solutions developed for EV chargers such as "Vehicle to Grid (V2G)", EVs can actively participate in grid voltage and frequency regulation [41, 42] .
The Scope of the Case Study
In other previous research, such as References [43] [44] [45] [46] [47] [48] [49] and the literature referred to above, the studies are mainly focused on the impacts of PV integration within LV networks because most PV systems are directly connected to the LV grid. There are also studies investigating the operation at the MV level, but with PV systems integrated directly at the MV level or with systems in the small scale like IEEE multiple nodes system (up to 2 to 3 hundred buses), or a practical local LV feeder of a few communities, or PV power plants directly connected to the MV grid. However, large-scale PV integration and increasing penetration in multiple LV feeders within the distribution grid can inevitably influence the distribution grid operation at the MV level and the impacts may differ when the system is large in size. Therefore, this paper has performed a case study on the impact of smallscale residential PV systems connected to the LV feeders on the MV level based on the actual distribution grid model (60/10 kV) of Bornholm in Denmark. The system consists of about 4000 MV buses and 1000 MV/LV transformers, covering the entire island of Bornholm. The results are, therefore, more robust since individual LV feeder specialties are eliminated when a large system is used for the test. Besides, both different reactive power control methods and different PV penetration levels are tested.
This article is organized in the following structure: Section 2 introduces the distribution grid of Bornholm, the testing platform, case studies and the methods applied in the study. Section 3 presents the results and discussion of the results. Section 4 concludes from the case studies.
Methods
The Bornholm Power System
Bornholm is located to the south of Sweden surrounded by the Baltic Sea. The Bornholm power system is connected with the Swedish power system in Hasle via a sea cable but operates in the islanded mode once a year for cable maintenance. Besides the power supply, the Bornholm power system also acts as a full-scale renewable energy laboratory for testing and demonstrating new technologies [50] . A demonstration of the 60/10 kV distribution grid of the Bornholm power system and an example LV feeder in the Bornholm power system are given in Figure 1a and b, respectively. A comparison of the basic information of the entirety of Denmark and Bornholm and the electric power system parameters is in Table 1 [50] [51] [52] . By comparing the number of transformer stations, the Bornholm power system is about 1.4% (about 1 70 ) of the Danish power system in "size". By 2018, the total installed capacity of solar PV systems in the Bornholm power system is approximately 22 MW, including 2 centralized PV power plants connected to the MV grid, each with a capacity of 7.5 MW and medium-scale PV system (above and including 6 kW) distributed in multiples LV feeders with a total capacity of about 2.4 MW. The rest are residential systems in the small scale (below 6 kW) installed at the LV level.
In addition to the solar PV power plants, there are also over 30 MW of wind turbines installed on Bornholm [50] . The majority of the wind turbines is connected to 60/10 kV substations in Bornholm through dedicated transformers, which means the wind production will first go on the 60 kV network then to the 10 kV and 0.4 kV networks if PV production is not sufficient to supply the local loads. Otherwise, the flow will be exported to the external grid. The cases causing overvoltage and congestions are mostly in the 0.4 kV and 10 kV grids when PV generation is high. Therefore, the impact of the wind is not considered significant and the configuration of wind farms is seen as constant. Furthermore, the main objective is to observe the tendency of grid performance when more PVs are connected to the grid. The tendency is believed to remain the same if the wind farms are included in the grid model.
Assessment of the Reactive Power Provision
A study conducted by Aarhus University in 2013 has suggested an optimal energy mix of wind and solar energy of 80% wind energy and 20% solar energy, corresponding to approximately 7000 MW of wind turbines and 7000 MW of PV power plants [53] . An installation capacity of 7000 MW is considered as the 100% PV penetration. Considering the ratio of the "size" of Bornholm to the entirety of Denmark, i.e., 1.4%, the 100% penetration of PV in the Bornholm power system is 100 MW.
The impacts with different PV penetration levels are assessed. There are mainly three ways of defining the RES penetration level in the power system, i.e., (1) the ratio of rated RES power to the local fault level, (2) the ratio of rated RES power to the transformer rating, and (3) the ratio of the RES generation to the total power of the local load [47] . In this paper, the PV penetration level in the Bornholm power system is defined as the ratio of the actual installation capacity to 100 MW. Therefore, the current PV penetration level in the Bornholm power system is 22%, which is the base case in the study.
Different reactive power control methods including PF(P), constant PF and constant Q control are tested. The configurations of the methods are based on Technical Regulation 3.2.1 (TR 3.2.1) and Technical Regulation 3.2.2 (TR 3.2.2), the Danish grid code for power plants up to and including 11 kW and PV power plants above 11 kW, respectively. The demonstration of the methods is shown in Figure 2 [34, 35] . The PV inverters usually operate with two types of PF, i.e., lagging and leading PF. From the generator convention, they are defined as
•
Lagging PF: equivalent to the over-excited synchronous generator, inverter exports both P and Q, operation in the first quadrant; • Leading PF: equivalent to the under-excited synchronous generator, inverter exports P and imports Q, operation in the fourth quadrant. The assessment of the impacts is done by a load flow simulation in the DIgSILENT PowerFactory (Version 2018 SP5, DIgSILENT, Gomaringen, Germany), a power system modeling and simulation software. The load flow is conducted for one complete year with a step of 1 h and there are a total of 8760 calculations (24 h/day × 365 days) for each penetration level. The penetration level increases from the base case to 100%, with increments of 10%. The main observations of the studies include the maximum number of overloaded transformers, the maximum number of overvoltage buses and the power loss of the entire grid (including the loss of cables and transformers in the grid). Overload of transformers is defined as the loading rate higher than 100% and overvoltage in the buses is defined in compliance with the Danish grid codes, where the thresholds for LV (0.4 kV) and MV (10 kV and 60 kV) buses are 1.1 p.u. and 1.2 p.u., respectively [34, 35] . • Lagging PF: equivalent to the over-excited synchronous generator, inverter exports both P and Q, operation in the first quadrant; • Leading PF: equivalent to the under-excited synchronous generator, inverter exports P and imports Q, operation in the fourth quadrant.
The assessment of the impacts is done by a load flow simulation in the DIgSILENT PowerFactory (Version 2018 SP5, DIgSILENT, Gomaringen, Germany), a power system modeling and simulation software. The load flow is conducted for one complete year with a step of 1 hour and there are a total of 8760 calculations (24 hours/day × 365 days) for each penetration level. The penetration level increases from the base case to 100%, with increments of 10%. The main observations of the studies include the maximum number of overloaded transformers, the maximum number of overvoltage buses and the power loss of the entire grid (including the loss of cables and transformers in the grid). Overload of transformers is defined as the loading rate higher than 100% and overvoltage in the buses is defined in compliance with the Danish grid codes, where the thresholds for LV (0.4 kV) and MV (10 kV and 60 kV) buses are 1.1 p.u. and 1.2 p.u., respectively [34, 35] . In the MV grid model, the LV feeders are represented by aggregated models at the 0.4 kV buses in the MV grid as a constant PF load with a PF of 0.95 lagging [54] instead of using the actual models or the example model given in Figure 1b . Therefore, via the load flow simulation with the MV grid, the loss in the LV feeders cannot be evaluated when the loss of the entire grid is assessed. However, the loss in the LV feeders is not ignorable because of the large number of LV feeders (about 1000). To consider the loss of the LV feeders, the loss of the LV feeders is estimated by running a load flow simulation with the example LV grid model in Figure 1b , which is connected to a 100 kVA transformer, and then added onto the loss obtained from the MV grid model. Because of various transformer capacities, the loss of the LV feeders connected to transformers with a capacity other than 100 kVA is evaluated by scaling the loss obtained from the given example model with the ratio of the actual transformer capacity at the transformer station Sstot to 100, i.e., trans = stot 100
.
The loss of the feeders connected to transformers with a capacity other than 100 kVA is multiplied by the ratio, rtrans. For instance, the rtrans value of a transformer station of 700 kVA is 7 and the loss of the LV feeder connected to this station is thus calculated by multiplying the loss of the 100 In the MV grid model, the LV feeders are represented by aggregated models at the 0.4 kV buses in the MV grid as a constant PF load with a PF of 0.95 lagging [54] instead of using the actual models or the example model given in Figure 1b . Therefore, via the load flow simulation with the MV grid, the loss in the LV feeders cannot be evaluated when the loss of the entire grid is assessed. However, the loss in the LV feeders is not ignorable because of the large number of LV feeders (about 1000). To consider the loss of the LV feeders, the loss of the LV feeders is estimated by running a load flow simulation with the example LV grid model in Figure 1b , which is connected to a 100 kVA transformer, and then added onto the loss obtained from the MV grid model. Because of various transformer capacities, the loss of the LV feeders connected to transformers with a capacity other than 100 kVA is evaluated by scaling the loss obtained from the given example model with the ratio of the actual transformer capacity at the transformer station S stot to 100, i.e., r trans = S stot 100 .
The loss of the feeders connected to transformers with a capacity other than 100 kVA is multiplied by the ratio, r trans . For instance, the r trans value of a transformer station of 700 kVA is 7 and the loss of the LV feeder connected to this station is thus calculated by multiplying the loss of the 100 kVA feeder by 7. Only the cable loss in the LV feeder is calculated. The PV systems are treated in the same way, i.e., modeled as aggregated systems at the 0.4 kV buses. 
Load and PV Generation Profile Modeling
The total load and the PV generation profile of the Bornholm power system are shown in Figure 3a ,b, respectively. The black line in Figure 3a is the yearly average load. The load profile is estimated based on the load data from 20 customers of a random LV feeder and the capacities of 10/0.4 kV transformers. Known from Table 1 , the peak load of Bornholm, P Bp , is 55 MW. This value is then distributed to the load of each transformer station based on the ratio of the total transformer capacity, S stot , at a specific station to the total capacity of 10/0.4 kV transformers, S Btot . Hence, the peak load of each transformer station, P sp , is
and the corresponding S stot value of the feeder with the 20 customers can be estimated by its P sp value and Equation (2). By using the ratio calculated by Equation (1), the load profile of a 100 kVA transformer can be obtained and the load profile of the total grid given in Figure 3a , as well as the load profiles of other LV feeders, can be obtained.
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(a) (b) Since the total PV installation capacity at each penetration level, PPV tot inst, is specified, the installation capacity at each transformer station is determined in a similar way as the load, i.e., by
The actual PV generation of each PV system is estimated based on the actual weather information, i.e., solar irradiance Gact and ambient temperature Tact, and the standard experiment conditions (SEC), i.e., solar irradiance Gstd = 1000 W/m 2 and temperature Tstd = 25℃, i.e., by
where α is the temperature coefficient of the solar PV panel material, which is assumed to be crystalline silicon (c-Si) in this study. The α value of the commercial c-Si material under the SEC is 0.45% ℃ -1 [55] . The value of PPV std gen is selected as the full capacity of the PV inverter.
Results and Discussion
Three cases are studied corresponding to three reactive power control methods. In the case with PF(P) control applied to all the PV systems in the grid, letting the inverters adjust the reactive power Since the total PV installation capacity at each penetration level, P PV tot inst , is specified, the installation capacity at each transformer station is determined in a similar way as the load, i.e., by
The actual PV generation of each PV system is estimated based on the actual weather information, i.e., solar irradiance G act and ambient temperature T act , and the standard experiment conditions (SEC), i.e., solar irradiance G std = 1000 W/m 2 and temperature T std = 25 • C, i.e., by
where α is the temperature coefficient of the solar PV panel material, which is assumed to be crystalline silicon (c-Si) in this study. The α value of the commercial c-Si material under the SEC is 0.45% • C −1 [55] .
The value of P PV std gen is selected as the full capacity of the PV inverter.
Three cases are studied corresponding to three reactive power control methods. In the case with PF(P) control applied to all the PV systems in the grid, letting the inverters adjust the reactive power output automatically based on their actual active power generation and with the penetration level increasing from 22% (the base case) to 100%, an optimal penetration is determined based on the main observations. This penetration level is applied to the rest two cases, i.e., cases with constant PF and constant Q control. Different PF and Q setpoints are tested.
PF(P) Control
The power loss of the entire system at different PV penetration levels is presented in Figure 4 . The loss is evaluated by its yearly average, namely, calculated by taking the average of the loss over the complete (8760 h). It is seen from Figure 4 that the loss first decreases and then increases as the PV penetration level increases from the base case (22%) to 100%, and the lowest power loss, in this case, appears when the penetration level is between 40% and 50%. By comparing it with the yearly average load in Figure 3a (around 23.5 MW), the loss is generally lower than 5% of the yearly average load which is at an acceptable level. From this result, it can be verified that having certain penetration levels of PV systems in the grid can contribute to reducing the loss in the grid.
The loss decrease at the beginning is because of the increasing self-sufficiency of the load from the installed local PV systems, meaning that the PV generation can partly or even fully meet the load demand and less power is required from the grid. The loss is thus reduced. The power loss increase after 50% penetration is because of the power surplus from PV generation injected into the grid. As the penetration increases, the power exported to the grid increases and the loss increases.
The overvoltage situations of all buses (including 0.4 kV, 10 kV and 60 kV buses) are presented in Figure 5 , reflecting the worst situation at each penetration level within one year by giving the maximum number of buses with the overvoltage problem and the maximum voltage magnitude among all buses during the year. It is seen from Figure 5 that the overvoltage problem only occurs to the 0.4 kV buses within the grid. The results in Figure 5b indicate that although the voltage rise at the 10 kV and 60 kV buses become more and more severe as the penetration level increases, the voltage magnitude is still within the tolerance. The overvoltage problem mostly occurs when the PV generation is much higher than the demand from the load. The overload issues of all the transformers (including both the 60/10 kV and 10/0.4 kV transformers) are depicted in Figure 6 , presenting the worst situation at different penetration levels by giving the maximum number of overloaded transformers and the highest loading rate among all the transformers during the year. output automatically based on their actual active power generation and with the penetration level increasing from 22% (the base case) to 100%, an optimal penetration is determined based on the main observations. This penetration level is applied to the rest two cases, i.e., cases with constant PF and constant Q control. Different PF and Q setpoints are tested.
The power loss of the entire system at different PV penetration levels is presented in Figure 4 . The loss is evaluated by its yearly average, namely, calculated by taking the average of the loss over the complete (8760 hours). It is seen from Figure 4 that the loss first decreases and then increases as the PV penetration level increases from the base case (22%) to 100%, and the lowest power loss, in this case, appears when the penetration level is between 40% and 50%. By comparing it with the yearly average load in Figure 3a (around 23.5 MW), the loss is generally lower than 5% of the yearly average load which is at an acceptable level. From this result, it can be verified that having certain penetration levels of PV systems in the grid can contribute to reducing the loss in the grid.
The overvoltage situations of all buses (including 0.4 kV, 10 kV and 60 kV buses) are presented in Figure 5 , reflecting the worst situation at each penetration level within one year by giving the maximum number of buses with the overvoltage problem and the maximum voltage magnitude among all buses during the year. It is seen from Figure 5 that the overvoltage problem only occurs to the 0.4 kV buses within the grid. The results in Figure 5b indicate that although the voltage rise at the 10 kV and 60 kV buses become more and more severe as the penetration level increases, the voltage magnitude is still within the tolerance. The overvoltage problem mostly occurs when the PV generation is much higher than the demand from the load. The overload issues of all the transformers (including both the 60/10 kV and 10/0.4 kV transformers) are depicted in Figure 6 , presenting the worst situation at different penetration levels by giving the maximum number of overloaded transformers and the highest loading rate among all the transformers during the year. From Figure 6 , it is seen that although the maximum loading rate of transformers keeps growing as the PV penetration level increases, the maximum number of overloaded transformers remains the same. The overloading problem mainly occurs when there is a big difference between PV generation and demand, where power surplus exists and the needs are exported, or extra power needs are imported. By combining the results in Figures 4-6 , it is determined that 40% is an optimal penetration level because the grid has the lowest loss with this penetration level and the maximum number of overvoltage buses and the maximum loading rate of transformers increase more rapidly when the penetration level is above 40%. This penetration level is applied to the next two case studies.
Constant PF Control
This case is done with the comparison between the base case and the 40% PV penetration, i.e. the optimal penetration level determined from the previous case. Although residential PV systems with constant PF control only operate in the first quadrant with lagging and unity PF, i.e., exporting P and Q, according to TR 3.2.1 [34] , the operation in the fourth quadrant, i.e., exporting P and importing Q, is tested because of the large number of cables in the grid. Cables are capacitive components and consume capacitive reactive power. The setpoint of PF ranges from 0.8 (lagging) to unity and to 0.8 (leading), with a step of 0.1, corresponding to the inverter exporting and importing reactive power. From Figure 6 , it is seen that although the maximum loading rate of transformers keeps growing as the PV penetration level increases, the maximum number of overloaded transformers remains the same. The overloading problem mainly occurs when there is a big difference between PV generation and demand, where power surplus exists and the needs are exported, or extra power needs are imported. From Figure 6 , it is seen that although the maximum loading rate of transformers keeps growing as the PV penetration level increases, the maximum number of overloaded transformers remains the same. The overloading problem mainly occurs when there is a big difference between PV generation and demand, where power surplus exists and the needs are exported, or extra power needs are imported. By combining the results in Figures 4-6 , it is determined that 40% is an optimal penetration level because the grid has the lowest loss with this penetration level and the maximum number of overvoltage buses and the maximum loading rate of transformers increase more rapidly when the penetration level is above 40%. This penetration level is applied to the next two case studies.
This case is done with the comparison between the base case and the 40% PV penetration, i.e. the optimal penetration level determined from the previous case. Although residential PV systems with constant PF control only operate in the first quadrant with lagging and unity PF, i.e., exporting P and Q, according to TR 3.2.1 [34] , the operation in the fourth quadrant, i.e., exporting P and importing Q, is tested because of the large number of cables in the grid. Cables are capacitive components and consume capacitive reactive power. The setpoint of PF ranges from 0.8 (lagging) to unity and to 0.8 (leading), with a step of 0.1, corresponding to the inverter exporting and importing reactive power. Figures 4-6 , it is determined that 40% is an optimal penetration level because the grid has the lowest loss with this penetration level and the maximum number of overvoltage buses and the maximum loading rate of transformers increase more rapidly when the penetration level is above 40%. This penetration level is applied to the next two case studies.
By combining the results in
Constant PF Control
This case is done with the comparison between the base case and the 40% PV penetration, i.e., the optimal penetration level determined from the previous case. Although residential PV systems with constant PF control only operate in the first quadrant with lagging and unity PF, i.e., exporting P and Q, according to TR 3.2.1 [34] , the operation in the fourth quadrant, i.e., exporting P and importing Q, is tested because of the large number of cables in the grid. Cables are capacitive components and consume capacitive reactive power. The setpoint of PF ranges from 0.8 (lagging) to unity and to 0.8 (leading), with a step of 0.1, corresponding to the inverter exporting and importing reactive power.
The power loss of the entire system, in this case, is shown in Figure 7 , calculated by taking the average of the loss in the year. The lagging and leading PF are labeled as "lg" and "ld" on the x-axis, respectively, in the figure, and this representation applies for the rest of the figures in this section. From the comparison between the base case and the 40% penetration in Figure 7 , it is seen that the loss is generally lower with 40% penetration and that the effects on the system power loss by different PF setpoints are less effective with a relatively lower PV penetration level. The loss is generally below 5% of the yearly average load, which is an acceptable level. With 40% PV penetration, the loss keeps decreasing in the leading PF zone and reaches its minimum when the PF is 0.9 (leading). The loss, in this case, with a PF of 0.9 (leading) is lower than the loss in the previous case on average at the same PV penetration level. The power loss of the entire system, in this case, is shown in Figure 7 , calculated by taking the average of the loss in the year. The lagging and leading PF are labeled as "lg" and "ld" on the x-axis, respectively, in the figure, and this representation applies for the rest of the figures in this section. From the comparison between the base case and the 40% penetration in Figure 7 , it is seen that the loss is generally lower with 40% penetration and that the effects on the system power loss by different PF setpoints are less effective with a relatively lower PV penetration level. The loss is generally below 5% of the yearly average load, which is an acceptable level. With 40% PV penetration, the loss keeps decreasing in the leading PF zone and reaches its minimum when the PF is 0.9 (leading). The loss, in this case, with a PF of 0.9 (leading) is lower than the loss in the previous case on average at the same PV penetration level.
Because of the large number of cables in the Bornholm power system, the grid is more capacitive and consumes more capacitive reactive power. Seen from the average power loss, as a general trend, it is implied that PV systems operating with leading PF, i.e., importing reactive power, can help reduce the loss of grids with a large number of cables. Under some specific circumstances, it can still be beneficial to operate with lagging PF even with many cables.
The overvoltage situation, in this case, is plotted in Figure 8 , reflecting the worst situation with different PF setpoints by giving the maximum number of overvoltage buses and the maximum voltage magnitude within this year. A comparison between the base case and 40% penetration is also included in Figure 8 . Identical to the previous case, the overvoltage problem only occurs to the LV buses. The voltage rise problem gets improved as the PF setpoint changes from lagging to unity and then to leading. Likewise, the overvoltage problems normally occur when the PV generation is higher than the demand from the load.
In the previous case, the PV systems with PF(P) control operate between the unity PF and 0.95 (leading), i.e., absorbing reactive power. With PF values in this range, the overvoltage problem, in this case, is more improved than the previous one. However, on the other hand, the overvoltage problem with lagging PF is fairly severe. Because of the large number of cables in the Bornholm power system, the grid is more capacitive and consumes more capacitive reactive power. Seen from the average power loss, as a general trend, it is implied that PV systems operating with leading PF, i.e., importing reactive power, can help reduce the loss of grids with a large number of cables. Under some specific circumstances, it can still be beneficial to operate with lagging PF even with many cables.
In the previous case, the PV systems with PF(P) control operate between the unity PF and 0.95 (leading), i.e., absorbing reactive power. With PF values in this range, the overvoltage problem, in this case, is more improved than the previous one. However, on the other hand, the overvoltage problem with lagging PF is fairly severe.
The overloading situations of the transformers are presented in Figure 9 . The results in Figure 9 reflect the worst situation in this case. According to the complete result dataset, only very few (2 to 3) transformers are in the extremely severe overloading state (over 200%) for a very short period. A similar situation can also be found in the next case with a constant Q control in the next section. By comparing Figures 6 and 9 from the previous case, the overloading situations in these two cases are close to each other at the same penetration level. The overload problem usually takes place when there is a big mismatch between the PV generation and the load demand. The overloading situations of the transformers are presented in Figure 9 . The results in Figure 9 reflect the worst situation in this case. According to the complete result dataset, only very few (2 to 3) transformers are in the extremely severe overloading state (over 200%) for a very short period. A similar situation can also be found in the next case with a constant Q control in the next section. By comparing Figure 9 and Figure 6 from the previous case, the overloading situations in these two cases are close to each other at the same penetration level. The overload problem usually takes place when there is a big mismatch between the PV generation and the load demand.
Combining the results in Figure 7 to 9, because of the lowest power loss of the entire grid, the PF setpoint of 0.9 (leading) is considered to be an optimal operation point.
Constant Q Control
Because the constant Q support is not required for residential PV systems in the small scale [35] , in this case, the constant Q control is only implemented to the medium-scale PV systems and the two large centralized PV power plants. The rest, namely, the small-scale residential PV systems, are set to constant PF control with a unity power factor. In this way, the impact of a constant Q control can be assessed more intuitively. From the correlation between active, reactive and apparent power, i.e., S = √ 2 + 2 , the maximum reactive power, in theory, can be provided by a PV system without affecting the normal generation of approximately 70% of its apparent power. The Q setpoint, in this case, ranges from 10% to 70% of the apparent power, with an increment of 20%. In this case, only the operation within the first quadrant, i.e., exporting P and Q, is tested. The overloading situations of the transformers are presented in Figure 9 . The results in Figure 9 reflect the worst situation in this case. According to the complete result dataset, only very few (2 to 3) transformers are in the extremely severe overloading state (over 200%) for a very short period. A similar situation can also be found in the next case with a constant Q control in the next section. By comparing Figure 9 and Figure 6 from the previous case, the overloading situations in these two cases are close to each other at the same penetration level. The overload problem usually takes place when there is a big mismatch between the PV generation and the load demand.
Because the constant Q support is not required for residential PV systems in the small scale [35] , in this case, the constant Q control is only implemented to the medium-scale PV systems and the two large centralized PV power plants. The rest, namely, the small-scale residential PV systems, are set to constant PF control with a unity power factor. In this way, the impact of a constant Q control can be assessed more intuitively. From the correlation between active, reactive and apparent power, i.e., S = √ 2 + 2 , the maximum reactive power, in theory, can be provided by a PV system without affecting the normal generation of approximately 70% of its apparent power. The Q setpoint, in this case, ranges from 10% to 70% of the apparent power, with an increment of 20%. In this case, only the operation within the first quadrant, i.e., exporting P and Q, is tested. Combining the results in Figures 7-9 , because of the lowest power loss of the entire grid, the PF setpoint of 0.9 (leading) is considered to be an optimal operation point.
Because the constant Q support is not required for residential PV systems in the small scale [35] , in this case, the constant Q control is only implemented to the medium-scale PV systems and the two large centralized PV power plants. The rest, namely, the small-scale residential PV systems, are set to constant PF control with a unity power factor. In this way, the impact of a constant Q control can be assessed more intuitively. From the correlation between active, reactive and apparent power, i.e., S = P 2 + Q 2 , the maximum reactive power, in theory, can be provided by a PV system without affecting the normal generation of approximately 70% of its apparent power. The Q setpoint, in this case, ranges from 10% to 70% of the apparent power, with an increment of 20%. In this case, only the operation within the first quadrant, i.e., exporting P and Q, is tested.
The power loss of the entire grid is presented in Figure 10 . It is directly seen that the loss increases as the Q setpoint increases, which is caused by the mismatch between the reactive power provided by the PV systems and the reactive power demanded from the grid. Compared with the power loss from the previous two cases, the loss, in this case, is the highest, equivalent to 6% to 7% of the average load.
The power loss of the entire grid is presented in Figure 10 . It is directly seen that the loss increases as the Q setpoint increases, which is caused by the mismatch between the reactive power provided by the PV systems and the reactive power demanded from the grid. Compared with the power loss from the previous two cases, the loss, in this case, is the highest, equivalent to 6% to 7% of the average load. The overvoltage situations of all the buses, in this case, are presented in Figure 11 where the worst situation is given by the maximum number of overvoltage buses and the maximum voltage magnitude. Similar to the previous case, the overvoltage problem only occurs to LV buses, in this case, and the voltage rise becomes more severe as the PV penetration level and the Q setpoint increase. The overvoltage problem mostly takes place when the PV generation is higher than the load. As the Q setpoint increases, the voltage rise problem becomes more and more severe, as expected, because PV inverters export reactive power to perform upward regulation on the voltage profile when there is an undervoltage problem in the grid. By comparing with the results in Figure 5 and 7, the overvoltage problem, in this case, is the most severe. The worst overload situations of all the transformers are presented in Figure 12 . Compared with the results presented in Figure 5 and 9, the overall overload situation, in this case, is close to those of the previous two cases. Additionally, it can also be observed from Figure 12b that increasing the output of the reactive power can make the overload problems in the 10/0.4 kV transformers worse, regardless of the PV penetration level, which is also the cause of the increasing power loss of the system. The overvoltage situations of all the buses, in this case, are presented in Figure 11 where the worst situation is given by the maximum number of overvoltage buses and the maximum voltage magnitude. Similar to the previous case, the overvoltage problem only occurs to LV buses, in this case, and the voltage rise becomes more severe as the PV penetration level and the Q setpoint increase. The overvoltage problem mostly takes place when the PV generation is higher than the load. As the Q setpoint increases, the voltage rise problem becomes more and more severe, as expected, because PV inverters export reactive power to perform upward regulation on the voltage profile when there is an undervoltage problem in the grid. By comparing with the results in Figures 5 and 7 , the overvoltage problem, in this case, is the most severe.
increases as the Q setpoint increases, which is caused by the mismatch between the reactive power provided by the PV systems and the reactive power demanded from the grid. Compared with the power loss from the previous two cases, the loss, in this case, is the highest, equivalent to 6% to 7% of the average load. The overvoltage situations of all the buses, in this case, are presented in Figure 11 where the worst situation is given by the maximum number of overvoltage buses and the maximum voltage magnitude. Similar to the previous case, the overvoltage problem only occurs to LV buses, in this case, and the voltage rise becomes more severe as the PV penetration level and the Q setpoint increase. The overvoltage problem mostly takes place when the PV generation is higher than the load. As the Q setpoint increases, the voltage rise problem becomes more and more severe, as expected, because PV inverters export reactive power to perform upward regulation on the voltage profile when there is an undervoltage problem in the grid. By comparing with the results in Figure 5 and 7, the overvoltage problem, in this case, is the most severe. The worst overload situations of all the transformers are presented in Figure 12 . Compared with the results presented in Figure 5 and 9, the overall overload situation, in this case, is close to those of the previous two cases. Additionally, it can also be observed from Figure 12b that increasing the output of the reactive power can make the overload problems in the 10/0.4 kV transformers worse, regardless of the PV penetration level, which is also the cause of the increasing power loss of the system. The worst overload situations of all the transformers are presented in Figure 12 . Compared with the results presented in Figures 5 and 9 , the overall overload situation, in this case, is close to those of the previous two cases. Additionally, it can also be observed from Figure 12b that increasing the output of the reactive power can make the overload problems in the 10/0.4 kV transformers worse, regardless of the PV penetration level, which is also the cause of the increasing power loss of the system. The same as the previous two cases, the transformers usually operate under the overload state when the PV generation is higher than the load demand where the power surplus needs to be exported or the opposite situation where more power is required by the loads.
Summary of Case Studies
The analysis and discussion regarding the results of the three case studies, including the power loss of the entire grid, the number of overvoltage buses and the number of overloaded transformers, are summarized in Table 2 and 3. The results of the case with PF(P) control applied are given by numbers at a specific PV penetration level, while the results of the case with constant PF control applied are given with the results corresponding to the optimal PF setpoint, i.e., 0.9 (leading). The results of the case with constant Q control applied are presented as a range aligned from the lowest to the highest value. The columns "Number of overvoltage bus" and "Maximum bus voltage" only refer to the 0.4 kV buses because the 10 kV and 60 kV buses do not have the overvoltage problem. In the columns "The maximum transformer loading rate", the highest loading rate is listed regardless of the transformer type. 
Conclusions
From the results summarized in Table 2 and 3, it can be concluded that integrating the solar PV into the distribution grid until a certain penetration level can contribute to reducing the power loss The same as the previous two cases, the transformers usually operate under the overload state when the PV generation is higher than the load demand where the power surplus needs to be exported or the opposite situation where more power is required by the loads.
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The analysis and discussion regarding the results of the three case studies, including the power loss of the entire grid, the number of overvoltage buses and the number of overloaded transformers, are summarized in Tables 2 and 3 . The results of the case with PF(P) control applied are given by numbers at a specific PV penetration level, while the results of the case with constant PF control applied are given with the results corresponding to the optimal PF setpoint, i.e., 0.9 (leading). The results of the case with constant Q control applied are presented as a range aligned from the lowest to the highest value. The columns "Number of overvoltage bus" and "Maximum bus voltage" only refer to the 0.4 kV buses because the 10 kV and 60 kV buses do not have the overvoltage problem. In the columns "The maximum transformer loading rate", the highest loading rate is listed regardless of the transformer type. 
Conclusions
From the results summarized in Tables 2 and 3 , it can be concluded that integrating the solar PV into the distribution grid until a certain penetration level can contribute to reducing the power loss of the grid, regulating the voltage profile and relieving the transformer loading, but the situation can go towards the opposite direction if the penetration is higher than this specific level. In the point of view of the Bornholm power system in this paper, the optimal penetration level is 40%. The PV integration at the LV level has influences on the MV level in both the positive and negative aspects.
Large-scale PV integration can cause a voltage rise in both the LV and MV networks. In this case, based on the LV feeder model and MV grid model used in this study, no overvoltage problem is caused at the MV level although a voltage rise occurs. It should be noticed that this conclusion is considered "case dependent" because the overvoltage in the MV grid can be affected by the topologies of the LV feeders and the MV grid. With different LV feeder or MV grid models, the situation can be different. However, the general trends have revealed that it is beneficial to the grid operation if the reactive power control methods are appropriately implemented. In terms of the worst cases given in Tables 2  and 3 , the integration does not affect the overload of the transformers significantly. However, observed from the overload situations presented in Figures 6, 9 and 12 , increasing the penetration can aggravate the overloading problem. The PV integration has more impacts on the 10/0.4 kV transformers than the 60/10 kV ones.
Different reactive power control methods have different effects on these problems. With the PF(P) control, the power loss and the overload problem in the transformers are the lowest among all the three cases. From this aspect, the PF(P) control shows the best performance in all three case studies. With the constant PF control, the lowest power loss of the entire grid occurs if the PV systems operate with a PF of 0.9 (leading), which is not required by the current Danish grid code for small scale residential PV plants, i.e., TR 3.2.1. Judging from the yearly average power loss condition, it can be beneficial to operate PV systems with leading PF, especially in the grid with many cables. In terms of the worst overvoltage situation, constant PF control results in the lowest maximum bus voltage. With a constant Q control applied to large-scale PV power plants, the grid has the highest loss and experiences the most severe overvoltage problem among all three cases.
